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A LOCAL LAW

To amend the administrative code of the city of New York, in relation to requiring the installation of fire sprinklers in connection with the below-grade storage of flammable and combustible mixtures in mercantile occupancies.

Be it enacted by the Council as follows:

Section 1.  Section 27-929 of the administrative code of the city of New York, as amended by local law number 16 for the year 1987, is amended by adding a new subdivision c to read as follows:

(c)  Notwithstanding any other provision of this subchapter, the requirement to install a system of automatic sprinklers shall apply retroactively to any space in a basement, cellar or other location below grade subject to the provisions of subdivision aa of section 27-954 of this code.  Installation of such system of automatic sprinklers shall be completed on or before April thirtieth, two thousand four.
§2.  Section 27-954 of the administrative code of the city of New York is amended by adding a new subdivision aa to read as follows:

(aa) Regardless of occupancy group classification, in each basement, cellar or other location below grade, regardless of the floor area of such space, in any mercantile establishment in which the fire commissioner permits the storage of flammable or combustible mixtures pursuant to sections 27‑4066, 27-4070 or 27-4094 of this code, except that, where such flammable or combustible mixtures are stored in such basement, cellar or other location below grade, in a room or other area that is segregated, vertically and horizontally, from surrounding spaces by a fire separation of not less than a two-hour fire-resistance rating, such system of automatic sprinklers shall be required only within such room or other area.  Such system of automatic sprinklers shall conform to the requirements for automatic sprinklers for spaces classified in storage occupancy group B-1 pursuant to subdivision d of this section.

§3.  Table 17-2 of article 4 of subchapter 17 of chapter 1 of title 27 of the administrative code of the city of New York, as amended by local law number 10 for the year 1999, is amended by amending line four to read as follows:
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§4. Subdivision c of section 27-962 of the administrative code of the city of New York is amended to read as follows:

(c) The domestic water supply may be used to supply any sprinklers required under section 27-954 of this article when installed in buildings classified in occupancy groups E, G, H and J, or to supply any sprinklers required under subdivision (aa) of said section, regardless of occupancy group classification, provided that all the requirements stated in subdivision e of section 27-962 of this article are met.

§5. Section 27-4066 of the administrative code of the city of New York is amended by adding a new subdivision e to read as follows:
e. A system of automatic sprinklers shall be provided in each basement, cellar or other location below grade, regardless of the floor area of such space, in any mercantile establishment in which the commissioner permits the storage of flammable mixtures, except that, where flammable mixtures are stored in such basement, cellar or other location below grade, in a room or other area that is segregated, vertically and horizontally, from surrounding spaces by a fire separation of not less than a two-hour fire-resistance rating, such system of automatic sprinklers shall be required only within such room or other area.  Such system of automatic sprinklers shall conform to the requirements for automatic sprinklers for spaces classified in storage occupancy group B-1 pursuant to subdivision d of section 27-954 of the building code.

§6. Section 27-4070 of the administrative code of the city of New York is amended by adding a new subdivision d to read as follows:
d. A system of automatic sprinklers shall be provided in each basement, cellar or other location below grade, regardless of the floor area of such space, in any mercantile establishment in which the commissioner permits the storage of combustible mixtures, except that, where combustible mixtures are stored in such basement, cellar or other location below grade, in a room or other area that is segregated, vertically and horizontally, from surrounding spaces by a fire separation of not less than a two-hour fire-resistance rating, such system of automatic sprinklers shall be required only within such room or other area.  Such system of automatic sprinklers shall conform to the requirements for automatic sprinklers for spaces classified in storage occupancy group B-1 pursuant to subdivision d of section 27-954 of the building code.

§7.  The first sentence of Section 27-4094 of the administrative code of the city of New York is amended to read as follows:

§27-4094.  Restrictions. a. No permit for the manufacture, mixing or compounding of paints, varnishes or lacquers shall be issued for any premises:

§8.  Section 27-4094 of the administrative code of the city of New York is amended by adding a new subdivision b to read as follows:

b. A system of automatic sprinklers shall be provided in each basement, cellar or other location below grade, regardless of the floor area of such space, in any mercantile establishment in which the commissioner permits the storage of flammable or combustible paints, varnishes, lacquers or other substances, mixtures or compounds commonly used for painting, varnishing, staining or similar purposes, except that, where such flammable or combustible substances, mixtures or compounds are stored in such basement, cellar or other location below grade, in a room or other area that is segregated, vertically and horizontally, from surrounding spaces by a fire separation of not less than a two-hour fire-resistance rating, such system of automatic sprinklers shall be required only within such room or other area.  Such system of automatic sprinklers shall conform to the requirements for automatic sprinklers for spaces classified in storage occupancy group B-1 pursuant to subdivision d of section 27-954 of the building code.

§9. This local law shall take effect immediately, provided however, that any mercantile establishment existing on the date of enactment that lacks a system of automatic sprinklers required by this local law shall not be deemed to be in violation of the requirements of this local law if it is brought into compliance with such requirements on or before April thirtieth, two thousand four.
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